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FIGURE 1B - 2005 Regional & Ultimate Service Area Boundary
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FIGURE 2A - LAND USE MAP
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FIGURE 2B - PHASING PLAN
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FIGURE 5 - Future SA Offsite Wastewater Flow Data

Sunset Area
Sewer System
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The pipe size and node information shown have not
been updated, thus some of the information are not

accurate. Use Exhibit A to | in the Placer Ranch Specific
Plan Sanitarv Sewer Macter Plan renanrt far 1indated and
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West Shed Lift Station - All Alternatives


jcrowley
Text Box

jcrowley
Text Box
West Shed Lift Station - All Alternatives
































Exhibit 4

(2204 nnm Q8 ft )—/I\



apark
Callout
2304 gpm, 88 ft

apark
Text Box
Exhibit 4


Exhibit 6

[13654 anm 124 ft b—/l\



apark
Callout
1354 gpm, 134 ft

apark
Text Box
Exhibit 6


Exhibit 8

[2280 Anm 0?2 ft )—7\



apark
Callout
2380 gpm, 92 ft

apark
Text Box
Exhibit 8
































Duplex and Triplex lift station
configurations depending upon
Scenario Exhibit. See TM Table 5.

Precast Concrete or Cast in Place
Concrete Wet Well of various
diameters.

Vault size shall vary according to
discharge pipe diameter and spacing
requirements.

See TM Emergency Storage Section

REQUIRED

CONCEPTUAL DESIGN - NOT FOR CONSTRUCTION
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See TM Emergency Storage

Section

Emergency Generator and
engineered concrete pedestal

See TM Table 1 for system flow
summary

See TM TDH Calculations and
Friction Loss Calculations Tables
3&4

v

Lift Station parcel surface area
provided in TM Table 7

See TM Pump Design
Specifications Table 5
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